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SUMMARY 
Overall steady-state performance of a SNAP-8 condenser was mapped in a test 
facility simulating the SNAP-8 system. This condenser provided for  a single pass of 
mercury in 73 tapered-diameter tubes cooled by counterflowing NaK (eutectic mixture of 
sodium and potassium) within a similarly tapered outer shell. The investigation was con- 
ducted for  mercury flow rates from 4000 to 10 000 pounds mass  per hour (0.5 to 1 . 3  kg/ 
sec) and condenser NaK flow rates  from 12 750 to 31 350 pounds mass  per hour (1.6 to 
4.0 kg/sec). The condensing lengths associated with the flow conditions ranged from 
13 to 40 inches (0.3 to 1 m). 
At the lower values of mercury and NaK flow rates, 4000 to 5000 pounds mass  per  
hour (0.5 to 0 .6  kg/sec) and 12 750 to 17 500 pounds mass per hour (1.6 to 2.2 kg/sec), 
respectively, there was close agreement between the values of condensing length indicated 
by a NaK stream temperature profile and an  outer-shell temperature profile. The two 
profiles were measured 120' apart circumferentially. At the higher values of mercury 
and NaK flow rates, 7500 to 10 000 pounds mass  per hour (1.0 to 1 . 3  kg/sec) and 29 000 
to 31 350 pounds mass  per hour (3.7 to 4.0 kg/sec), respectively, the condensing lengths 
indicated by the two separate temperature profiles did not agree.  This condensing length 
disagreement indicated that a nonuniform distribution of NaK flow existed in the tube 
bundle. 
The static-pressure drop of the mercury over the length of the condensing region 
varied, in general, between -1 and +1 psi  (k6.9X10 N/m ) for  condensing lengths of 
13 to 40 inches (0.3 to 1 m). 
Average overall heat-transfer coefficients were calculated based on measured NaK 
stream temperatures. Corresponding saturated mercury vapor temperatures were ob- 
tained f rom the Lockhart-Martinelli correlation for  an assumed liquid-to-vapor velocity 
ratio of 1.0. For  the range of conditions investigated, the computed coefficients varied 
from 1980 to 3340 Btu per hour per square foot per  OF (1. lX104 to 1. 9x104 W/(rn2)(OK)). 
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INTRODUCTION 
One of the energy- conversion systems presently under investigation for electrical  
power generation in space is the SNAP-8 system. It is a nuclear Rankine cycle power- 
plant utilizing liquid metals as the working fluids. Mercury is vaporized in a boiler and 
then passes through a turbine, where some of its thermal energy is converted into mechan- 
ical energy. Turbine-exhaust vapor passes into a condenser wherein i t  is completely 
condensed and subcooled, and the waste heat of the cycle is transferred to NaK, the eutec- 
tic mixture of sodium and potassium. The waste heat is subsequently rejected to space by 
a radiator. 
of mercury inside 73 tapered-diameter tubes within a tapered outer shell. In its opera- 
tion, the condenser must provide (1) a n  exhaust pressure on the turbine low enough to 
allow the specified turbine power, (2) condenser-outlet pressure and subcooling that are 
high enough to provide adequate net positive suction head (NPSH) to the pump, and (3) 
liquid-mercury storage capacity. 
and reported in reference 1. A further investigation of operating and heat-transfer 
characteristics w a s  conducted in the Lewis SNAP-8 test facility. A second condenser, 
identical to that reported in reference 1, w a s  used in the tests at Lewis, and the resul ts  
of the Lewis studies are presented herein. 
This investigation obtained overall condenser -performance data for  variation in 
mercury flow rate, NaK flow rate, NaK inlet temperature, and mercury inventory. In 
particular, the study was concerned with the sensitivity of mercury-condenser -inlet 
pressure and mercury pressure drop to variations in NaK flow rate, NaK inlet temper- 
ature, and condensing length. Such information is pertinent to the satisfaction of the 
operating criteria regarding turbine-exhaust pressure and mercury pump NPSH. In 
addition to these studies, data obtained from parameter variations were used to compute 
average overall heat-transfer coefficient. 
conducted at Lewis. Overall heat-transfer characterist ics of a single tapered tube 
identical to those in this condenser have been reported in references 2 and 3. Mercury- 
pressure -drop characteristics of a single tapered-diameter tube were investigated and 
reported in references 2, 4, and 5. Experimental data from these earlier single-tube 
tests are  compared herein with the results of the multitube condenser tests.  Also pres-  
sure drops were theoretically predicted from the Lockhart-Martinelli correlation and 
compared with the experimental data. 
mercury flow rate,  3200 to 10 000 pounds mass  per hour (0.4 to 1 . 3  kg/sec); condensing 
The SNAP-8 condenser is a counterflow heat exchanger which provides a single pass 
The operating characterist ics of a prototype SNAP-8 condenser were first evaluated 
A supporting program of single-tube tests of mercury condensing had been previously 
The ranges of independent variables employed in this investigation were as follows: 
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length, 8 to 48 inches (0.2 to 1 . 2  m); inlet quality, 0.80 to 1.00; NaK flow rate ,  12 750 
to 31 350 pound mass  per hour (1.6 to 4.0 kg sec); and NaK inlet temperature, 400' to 
570' F (480 to 570' K). Because of facility limitations, design flow ra tes  were not ob- 
tainable for direct  comparison with data in reference 1. 
APPARATUS 
Test Facility 
The test program was conducted in  a test facility which simulated the basic SNAP-8 
system. A simplified schematic diagram of the test loop showing the location of major 
components is shown in figure 1. In the primary loop, NaK, circulated by an electro- 
magnetic pump, transferred heat from the electric heater to the mercury boiler. Liquid 
mercury flowing in the power loop was vaporized in the boiler and then passed through a 
turbine simulator consisting of two valves, two venturi meters,  and a cooler. Mercury 
vapor flowed downward from the turbine simulator into the vertically mounted condenser. 
The liquid mercury was recirculated through the loop by a centrifugal pump. 
The condensing mercury gave up its thermal energy to NaK which flowed vertically 
upward through the condenser, counter to the mercury flow. NaK flowed from the con- 
denser through two heat exchangers where it w a s  cooled by air flowing over the outside of 
finned tubes. The NaK flow then passed through a n  electromagnetic pump which returned 
the coolant to the condenser. Near the NaK condenser entrance, a three-way flow-control 
valve, on demand, allowed some of the NaK to bypass the condenser. This enabled con- 
denser NaK flow rate to be varied with minimum operational changes. 
The Condenser 
A typical condenser cutaway assembly is illustrated in  figure 2. As previously men- 
tioned, the condenser was mounted vertically in the test facility. Mercury vapor flowed 
downward through 73 tapered-diameter tubes and the liquid collected in the lower plenum 
and the lower portion of the tubes. NaK entered a t  the bottom of the condenser in a toroi- 
dal plenum and was uniformly dispersed through holes drilled around the circumference 
of the condenser shell. NaK flowed vertically upward around the tubes cooling the mer-  
cury vapor and was collected in the outlet toroidal plenum. In order  to distribute NaK 
uniformly over the outside of the mercury tapered tubes, a sk i r t  (a sinusoidal-shaped 
transition section) was placed between the tubes and shell. This transition section ex- 
tended from the NaK inlet to outlet plenums. NaK was discharged from the outlet plenum 
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through a transition section identical to that at the inlet. 
The layout of the inlet and outlet mercury header plates for  suspension of the con- 
denser tubes is shown in figure 2. The tubes were installed in the tube bundle with their 
centerlines angled to achieve a constant NaK flow area  along the tapered region. This 
maintained a constant NaK velocity in the critical-heat-transfer region of the condenser 
and allowed a more simplified analysis of average overall heat-transfer coefficient. 
straight section was attached to the bottom of the tapered tube in the subcooling region. 
The condenser was designed to establish a liquid-vapor interface in the tapered region of 
the tube a t  rated conditions of temperature, pressure and flow. The tube taper was for 
the purpose of maintaining high velocity throughout the condensing region and thus liquid- 
vapor -interface stability and stable condenser operation. 
1 percent molybdenum). The outer condenser shell, the skir t ,  the NaK plenums, and 
NaK-inlet and -outlet transition pieces were constructed of AISI 410 stainless steel. The 
selection of AISI 505 and 410 steels was based on the similari ty of thermal expansion 
coefficient in order to minimize the thermal stresses in the condenser. 
A single mercury condenser tube is also illustrated in figure 2. A 12.9-inch (0.3-m) 
The tubes were fabricated from AISI 505 stainless steel (9 percent chromium- 
INSTRUMENTATION 
Temperature 
Temperature-measuring instrumentation for  the condenser tes ts  consisted of thermo- 
couples penetrating through the condenser shell  and inner sk i r t  into the NaK stream, and 
thermocouples on the inlet and outlet piping for the mercury and NaK. The thermocouple 
instrumentation on the condenser is shown in figure 3. All thermocouples were con- 
structed of Instrument Society of America (ISA) standard calibration K (Chromel-Alumel) 
wires.  
NaK inlet temperature was measured by averaging readings of three thermocouples 
spot-welded on the 7.66-inch (0.2-m) diameter NaK inlet manifold. The three thermo- 
couples were equally spaced around the manifold circumference. NaK outlet temperature 
was determined by taking the average of six shell  thermocouples placed on 60' centers 
on the 10.16-inch (0.3-m) diameter NaK outlet manifold. Twenty-three shell  thermo- 
couples (location Y on fig. 4) were spaced at 2-inch (5.1 cm) increments longitudinally 
along the shell, beginning at approximately 17 inch (4.5 cm) from the NaK outlet mani- 
fold. One hundred and eighty degrees circumferentially from the thermocouples, were 
located 22 shell thermocouples (location X on fig. 4) ,  spaced at 2-inch (5. 1 cm) 




The mercury-inlet temperature was measured by a thermocouple embedded in the 
wall  of a separate transition section, previously welded to the mercury condenser inlet 
header plate. Location of the mercury-vapor-inlet thermocouple was 16 inches (0.4 m) 
upstream of the NaK side of the tubes inlet header plate (see fig. 5). The mercury outlet 
temperature was measured by a thermocouple spot welded to the outlet pipe 2 inches 
(5.1 cm) below the mercury outlet plenum. 
Welded tip, 1/8-inch (0.32 cm) diameter, sheath thermocouples were installed 
through the outer wall and flow sk i r t  into the NaK flow of the condenser (see locations A 
and B on f ig .  5). The thermocouples were set a t  a point 1/32 inch (0.08 cm) away from 
the innermost tube in the triangular pattern and brazed in place. Immersion thermo- 
couples (location A) were located 30' circumferentially from the NaK outlet transition 
section. The first immersion thermocouple was set at 5.19 inches (0.13 m) from the 
inside face of the mercury inlet header plate. The next nine thermocouples were spaced 
at 3-inch (7.6 cm) intervals and the remaining eight thermocouples were set at 2-inch 
(5.1 cm) intervals. Immersion thermocouples (location B) were located 180' circum- 
ferentially from location A. The first thermocouple was set at 3.81 inches (9.7 cm) 
from the inside of the mercury inlet header plate. The following nine thermocouples were 
spaced at 3-inch (7.6 cm) increments. The distance between the tenth and eleventh im- 
mersion thermocouples was 22 inches (6.4 cm). The remaining seven thermocouples 
were spaced at 2-inch (5.1 cm) increments. 
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Pressure 
Static pressures  at mercury-inlet and -outlet plenums and NaK-inlet and -outlet 
manifolds were measured by inductive, slack-diaphragm, Bourdon tube pressure t rans-  
ducers. These transducers have the advantage of being calibrated at room temperature 
without displaying noticeable zero shift in  calibration at elevated loop temperatures of 
700' to 1000° F (645' to 810' R). Zero-shift is absent because the diaphragm of the unit 
was the only section of the transducer subjected to high temperatures. The main body of 
the pressure transducer consisted of Bourdon tube, mechanical linkage and inductance 
coil separated from the slack diaphragm by approximately 10 feet (3.1 m) of 1/8-inch 
(0.32 cm) capillary tubing. 
Flow 
NaK flow into the condenser was measured by a n  electromagnetic flowmeter. This 
flowmeter consisted of three parts: permanent magnet, flow tube, and electrodes. 
Liquid NaK flowed through the tube and produced an electromagnetic flow proportional to 
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volumetric flow rate.  The temperature of the NaK was measured by a thermocouple 
located on the flow tube. This temperature was  required to determine a value of NaK 
fluid density for converting measured volumetric flow into mass flow rate .  
the pump. Mercury-inlet temperature and venturi flowmeter pressure drop were mea- 
sured to calculate liquid mercury flow rate. Pressure  drop from the venturi flowmeter 
inlet to throat was obtained from a 20 psi  (1.4~10 N/m ) differential pressure trans- 
ducer. A pressure tap at the venturi flowmeter inlet and throat were connected to sepa- 
rate slack diaphragms. These two diaphragms were connected to a central diaphragm by 
10 feet  (3.1 m) of 1/8-inch (0.32 cm) capillary tubing. A mechanical linkage from the 
central  diaphragm converted diaphragm movement into an electrical  signal which was  
recorded as a pressure differential. 
is reported in reference 6. 
Liquid mercury flow was measured by a calibrated venturi flowmeter downstream of 
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A complete description of all the instrumentation utilized in the SNAP-8 test facility 
Data Recording 
All pressure and temperature data used for  analyses were recorded on a central 
automatic digital data encoder (CADDE) whose function was to record data on demand 
from the control room. The only exception to this mode of data recording was the NaK 
shell temperature profile (location Y on fig. 5), which was displayed on a profile moni- 
ter . 
PROCEDURE 
Pr ior  to a se r i e s  of data r u n s ,  a complete calibration of absolute and differential 
pressure transducers was performed at room temperature in the test facility. The C a l i -  
bration consisted of applying several  pressures  of argon gas to the system. The mea- 
sured electrical output was compared with a precision reference Bourdon gage. An 
additional step required in the calibration of the mercury differential-pressure transducer 
was that the low-pressure side of the unit was opened to atmospheric pressure before a 
selected range of pressures  was applied to the mercury loop. The results obtained from 
the test facility calibration of both types of transducers coincided with the manufacturer's 
room -temperature calibrations. In the data analysis, a separate bench calibration a t  
elevated temperature accounted for any zero shift in transducer calibration due to 
elevated temperature. 
The venturi for  measuring total mercury flow rate  w a s  water-calibrated and checked 
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against standard ASME fluid-meter specifications. Because of high system flow rates ,  it 
was not possible to calibrate the electromagnetic flowmeter which recorded NaK con- 
denser flow rate. The manufacturer's standard calibration supplied with the unit was used. 
The level of condenser cleanliness may affect the overall heat-transfer performance. 
Before installation in the facility, the NaK and mercury condenser passages were flushed 
with NA 500 (trichloroethane), followed by an oil-free argon purge. After the condenser 
was installed as part of the test facility, it w a s  again flushed with NA 500. The formation 
of sodium and potassium oxides in the loops can cause plugging in the lines; therefore, 
an  8-hour hot NaK flush was executed at 700' to 800' F (645' to 700' K). The NaK was  
then allowed to flow into a dump tank to precipitate the oxides. If the oxide content was  
high (over 50 ppm), another hot flush was made, but if the level was satisfactory (under 
20 ppm), data runs were started.  A complete description of primary-loop, power-loop, 
and heat-rejection-loop cleanliness is reported in reference 7. 
variables NaK flow rate,  NaK inlet temperature, and mercury inventory. Each variable 
was changed while the other two were held constant. A test of each variable consisted of 
first establishing initial conditions and then incrementally changing the parameter to be 
investigated. Data were recorded at the start of each test and, after each incremental 
change, when the system reached steady-state conditions. 
of NaK flow rate. The NaK flow rate was varied from 14 500 to 29 500 pounds mass  per 
hour (1.8 to 3 .7  kg/sec) by controlling the NaK flow rate through the bypass line. This 
test was repeated for  two mercury flow ra tes  of 7580 and 6320 pounds mass per hour 
(1.0 and 0.8 kg/sec) at a NaK inlet temperature of approximately 480' F (520' K). Con- 
denser NaK inlet temperature was held constant by controlling the air flow over the heat 
exchangers that cooled the NaK. The range of mercury-condenser -inlet pressure for 
both tests was from 6 to 20 psia (4. lX104 to 1 . 4 ~ 1 0  N/m ). 
Mercury-condenser-inlet pressure was investigated as a function of NaK inlet tem- 
perature for 7340 and 6350 pounds mass per hour (0.9 and 0 .8  kg/sec). The condenser 
NaK inlet temperature was varied by altering the air flow over the radiators. Mercury- 
inlet pressure varied from approximately 4 to 1 9  psia (2.8X10 to 1.3X10 
Mercury-condenser-inlet pressure as a function of condensing length was studied by 
adding liquid mercury to the power loop in 10-pound (0.45-kg) increments between pump 
inlet and condenser outlet. Because no changes were made in power-loop operating con- 
ditions during the test, the mercury from each incremental injection accumulated in the 
condenser as liquid. This test  was performed at a mercury flow of 7440 pounds mass  per 
hour (0.9 kg/sec). 
0 .5  m). 
Condenser steady-state performance was obtained from a series of tests with the 
The initial test consisted of studying mercury-condenser -inlet pressure as a function 
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4 5 2 N/m ). 
The range of condensing lengths was from 40 to 20 inches (1.0 to 
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METHOD OF ANALYSIS 
Overall thermal conductance for the portion of the condenser tube upstream of the 
liquid-vapor interface is mathematically expressed as 
(symbols are  defined in appendix A, and the equation is derived in appendix B). Selection 
of the length Z for the first 1-inch increment used in the calculation of overall conduct- 
ance w a s  based on visual inspection of mercury and NaK profiles for  each condenser run. 
In many instances, the value determined for condenser -inlet saturation temperature 
was nearly coincident with o r  less than the recorded NaK outlet temperature, the result  
being discrepancies in the calculated mercury temperature profiles and the measured NaK 
temperature profiles. Where ever the calculated mercury profile dipped below the NaK 
profile, or where the profiles were approximately coincident, all 1-inch (2.5 cm) incre- 
ments comprising this section were disregarded in the calculation of A resultant 
effective length Z e f f  was used in the heat-transfer calculations. A minimum of five 
satisfactory, adjacent 1 -inch increments was arbitrari ly selected as the criterion for  
use of a given condenser run in the overall-heat-transfer analysis. 
The apparent mercury-to-NaK temperature disagreement could have been the result  
of a small  e r r o r  in mercury-inlet pressure measurement of approximately 1/2 psia 
(3.5X10 N/m ). The mercury-condenser-inlet pressure range investigated in this study 
4 5 2 varied from 5 to 20 psia (3.5X10 to 1.4X10 N/m ). An e r r o r  in the pressure reading of 
1/2 psia (3.5X10 N/m ) would result in an e r r o r  of 3' to 7' F (2' to 4' K) in saturated- 
mercury-vapor temperature at the condenser inlet. 
the incremental tube a r e a s  to give the average overall heat-transfer coefficient E. The 
general mathematical notation to obtain 5 for a specific condenser run, starting at a 
length 1 and terminating at an  established condensing length 1 was expressed as 
3 2 
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The summation of incremental local conductances was divided by the summation of 
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A typical plot of the S U d A  as a function of the JdA is illustrated in figure 6. The slope 
of the straight line is the average overall heat-transfer coefficient for the runs investi- 
gated. 
Because the local mercury temperature was not acquired experimentally, it w a s  as- 
sumed to be the local saturation temperature corresponding to a theoretical static- 
pressure profile. These profiles were calculated using the following technique from ref - 
erence 4. Two-phase frictional pressure drop and the change due to momentum considera- 
tions were calculated at l-inch (2.5-cm) increments starting at the inlet to the tube 
bundle. Fo r  the first increment, the sum of the two pressure changes was subtracted from 
the inlet static-pressure measurement to give the local theoretical static pressure at the 
beginning of the second l-inch (2.5-cm) increment. The calculations were continued along 
the condensing length until the mercury interface was reached. The entrance pressure 
drop from the vapor inlet header to the condensing tubes was neglected because calcula- 
tions, based on the contraction factor of a sharp-edged orifice, gave a maximum pressure 
difference of 1 percent. 
Martinelli correlation (ref. 8). The momentum pressure change was calculated for an  
assumed liquid-to-vapor velocity ratio of 1.0. This assumption was based on the investi- 
gation of reference 4 which determined that the Lockhart-Martinelli correlation, with a 
liquid-to-vapor velocity between 0 .5  to 1.0, agreed best  with pressures  measured in the 
f i r s t  75 percent of the vapor length. The general expression used to calculate local 
static-pressure drop f o r  an assumed liquid-to-vapor velocity ratio of 1 . 0  is 
The two-phase frictional pressure change was calculated from the Lockhart- 
The derivation of this equation appears in appendix B. 
obtained from references 9 and 10. The thermodynamic properties of NaK were obtained 
from reference 9. 
The physical properties of mercury vapor and liquid at saturated conditions were 
RESULTS AND DISCUSSION 
Experimental data and calculated results a re  tabulated in tables I to III. Table I was 
used to present resul ts  illustrated in figures 7 to 9 and 15. Figures 6, 12,  and 14 used 
information in table 11, and figure 13 obtained information from table III. Results 
illustrated in figures 10 and 11 were obtained from tables I and 11. 
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Effects of NaK Flow, NaK In le t  Temperature, and 
Mercu ry  Inventory  on Condensing Pressure 
The effect of condensing pressure is illustrated in figure 7 for  mercury flow ra tes  of 
6320 and 7580 pounds mass  per  hour (0.8 and 1 .0  kg/sec). NaK inlet temperature w a s  
held constant at about 480' F (520' K). Although the condenser-design NaK flow rate of 
40 000 pounds mass per hour (5.0 kg/sec) and the mercury design flow rate of 11 500 
pounds mass  per hour (1.5 kg/sec) were not achieved, a n  indication of the design-point 
condensing pressure can be obtained from figure 7 by consideration of the flow-rate ratio. 
The dashed line on figure 7 shows that the NaK-to-mercury condenser-design flow-rate 
ratio of 3.48 resul ts  in a mercury-vapor condenser-inlet static pressure of 9 psia 
(6.3X10 N/m ). System design requirements dictate that the condenser-inlet pressure 
should not exceed a value of 14 psia ( 9 . 7 ~ 1 0  N/m ) at the design point, otherwise tur-  
bine power is below the specified value. From figure 7, it can be determined that a re- 
duction of about 20 percent in flow-rate ratio can be tolerated before the condenser-inlet 
pressure exceeds a value of 14 psia ( 9 . 7 ~ 1 0  N/m ). 
The effect of NaK inlet temperature on mercury condenser inlet p ressure  for  two 
mercury flow rates of 7340 and 6350 pounds mass  per  hour (0.9 and 0 .8  kg/sec) is shown 
in figure 8. The inlet pressure is very sensitive to condenser NaK inlet temperature. An 
increase in NaK inlet temperature of 1.25 t imes its initial value resul ts  in a pressure in- 
crease of 3 .5  to 5 t imes its initial value. 
condenser-inlet pressure is presented in figure 9. Forty pounds (18 kg) of liquid mercury,  
in 10-pound (4.5-kg) increments were added to the condenser inventory. Condensing 
length, to the nearest  1-inch (2.5-cm) increment, was determined from NaK temperature 
profiles obtained from immersion thermocouples on side A of the condenser. The range 
investigated was from 40 inches to 20 inches (1.0 to 0.5 m). No variation in mercury 
inlet pressure occurred for  this range of condensing length. For shorter  lengths, how- 
ever ,  pressure is expected to increase rapidly with decreasing condensing length, as 
shown by the dashed line in figure 9. A thorough description of the theoretical shape of a 
curve of mercury-vapor condenser-inlet pressure as a function of condensing length is 
given in reference 11. 
Single tapered condenser -tube studies by Albers and Namkoong (ref. 2) for  condens- 
ing lengths of 20 inches (0.5 m) and longer, displayed a flat curve s imilar  to that pre- 
sented in figure 9. At condensing lengths less than 16 inches (0.4 m), these single-tube 
data indicated that mercury condenser inlet pressure became very sensitive to changes in 
mercury inventory. Reference 1 presented s imilar  resul ts  of a pressure-sensitive region 




Information obtained from a test indicating the effects of mercury inventory on 
10 
Pressure Drop 
Although only overall pressure measurements were made, mercury-vapor static - 
pressure drop was determined by calculating a pressure at the vapor-liquid interface and 
subtracting this value from the inlet pressure measurement. 
vapor -to-liquid interface was  calculated from the measured outlet pressure as follows: 
The static pressure a t  the 
The term Lt (total mercury vapor and liquid length) was the distance from the inside face 
of the mercury inlet header plate (start of condensing) to the point where the outlet mercury 
pressure was measured. The condensing length (2 J ,  used in  equation (1) and plotted as 
the independent variable in figures 10 and 11 was obtained from a smooth curve drawn 
through NaK immersion-thermocouple temperature measurements (location A of the con- 
denser). These NaK immersion-thermocouple profiles were drawn using shell temper- 
atures as a guide. 
The resulting experimental vapor-pressure-drop data are presented in figure 10 as a 
function of condensing length. This figure shows that, for the condensing lengths investi- 
gated (13 to 40 inches ( 0 . 3  to 1.0 m)), 75 percent of the pressure-drop data varied from 
-1 to + I  psi (+6.9X10 N/m ). The range of mercury-flow rate for the pressure-drop 
data presented was from 4070 to 7440 pounds mass per hour (0.5 to 0 . 9  kg/sec) and for 
NaK flow rate from 13 000 to 29 000 pounds mass per hour (1 .6  to 3 . 7  kg/sec). The 
absolute pressure of mercury vapor at the condenser inlet ranged from 5 . 5  to 19 .5  psia 
(3. W104 to 1. &lo5 N/m2). 
Martinelli correlation for a velocity ratio of V /V = 1 . 0 .  These theoretical values a r e  
compared with the experimental data in  figure 11. For the theoretical calculation of 
mercury pressure  drop, mercury and NaK flow rates and inlet and outlet pressures  and 
temperatures encompassed the same ranges given for the experimental data. As shown in 
the figure, favorable agreement exists between the experimental and theoretical pressure 
drops. The best comparison occurred at medium condensing lengths of 20 to 27 inches 
( 0 . 5  to 0 . 7  m), illustrated in figure l l(b).  The experimental pressure-r ise  data 
varied between 0 . 4  to 1 . 0  psi ( 2 . 8 ~ 1 0  to 6.9x10 N/m ), and the theoretical values varied 
3 3 2 between 0.6 to 0 . 7  psi  ( 4 . 1 ~ 1 0  to 4 . 8 ~ 1 0  N/m ) pressure rise. It was not possible to 
calculate theoretical two-phase static-pressure drop from the Lockhart-Martinelli cor-  
relation for all the test conditions in figure 10 because of the problem in temperature pro- 
fi les discussed previously in the section METHOD OF ANALYSIS. 
3 2 
Theoretical mercury-vapor static-pressure drops were calculated from the Lockhart- 
2 g  
3 3 2 
1 1  
Heat Tr a n sf e r 
Temperature profiles. - A plot of three typical NaK-temperature profiles and the 
corresponding calculated mercury-vapor-temperature profiles are shown in figure 12. 
The NaK profiles were obtained from the immersion thermocouples a t  location A (fig. 5) 
and shell  thermocouples. The NaK profile obtained from immersion thermocouples a t  
location B (fig. 5) were discounted because 8 of the 18 thermocouples became defective 
during testing. The general trend indicated by shell  temperature profiles was used as a 
guide in drawing a smooth curve through immersion-thermocouple temperature data. If 
the f l a t  portion of the NaK profile originated within a given l-inch (2.5-cm) increment, 
then condensing length was specified as the previous whole inch (2.5-cm) as measured 
from the inside face of the mercury inlet header plate. This is illustrated by the three 
NaK profiles in figure 12. 
length was justified by a heat-balance calculation performed between the mercury and NaK 
in the subcooled region of the condenser tube. The NaK temperature at the mercury inter- 
face TNaK, int 
culated temperature was 2' to  5' F (lo to 3' K) greater  than the temperature obtained at 
the condensing length selected from the NaK temperature profiles. 
It can be seen from figure 12 that, in general, shell  and immersion-thermocouple 
profiles are in close agreement, although the shell  and immersion thermocouples are 
circumferentially separated by 120'. Close agreement between profiles suggests that 
the coolant flow was evenly distributed throughout the tube bundle. The levels of mercury 
and NaK flow rate varied from 3200 to 5000 pounds mass  per  hour (0.4 to 0 . 6  kg/sec) 
and 12 750 to 17 500 pounds mass  per  hour (1.6 to 2.2 kg/sec), respectively. 
At higher mercury and NaK flow rates of 7500 to 10 000 pounds mass  per hour 
(1.0 to 1 . 3  kg/sec) and 29 000 to 31 350 pounds mass  per  hour (3.7 to 4.0 kg/sec),  re- 
spectively, the two profiles, 120' apart, gave different condensing lengths, indicating 
that the NaK flow was not uniformly distributed throughout the tube bundle. This is illus- 
trated in figure 13 which shows the differences between the immersion-thermocouple 
(location A) and shell temperature profiles on the condenser (data run 63). This data 
run was obtained at a relatively high mercury flow rate of 8920 pounds mass  per  hour 
(1.1 kg/sec) and NaK flow rate of 30 550 pounds mass  per hour (3.8 kg/sec). The third 
immersed thermocouple, located 11.2 inches (0.3 m) from the inlet, became inoperative 
during testing. Although this thermocouple defined a temperature on the NaK profile 
cri t ical  for medium condensing lengths, a curve was faired through the existing data. 
The shell-temperature measurements exhibited a gradual transition of temperature from 
the vapor to liquid regions (see fig. 13). 
tion of NaK mixing and longitudinal conduction. 
Use of NaK temperature profiles as a function of tube length to determine condensing 
was calculated from the heat-balance equation. For  all runs,  this cal- 
This gradual transition resul ts  from a combina- 
12 
Heat-Transfer Coefficients 
At low mercury and NaK flow rates, 3200 to 5000 pounds mass per hour (0.4 to 
0.6 kg/sec) and 12  750 to 17 500 pounds mass  per hour (1.6 to 2.2 kg/sec), respectively, 
the average overall heat-transfer coefficient (table II) varied from 1980 to 3020 Btu per 
hour per square foot per OF ( 1 . l X l O  to 1. W104 W/(m2)?K)) with the arithmetical mean 
coefficient at 2440 Btu per hour per square foot per OF ( 1 . 4 ~ 1 0  W/(m )(OK)). As shown 
in figure 14, no trend of 
scatter in the calculated points. 
The higher values of mercury and NaK flow rates, 7500 to 10 000 pounds mass per 
hour (1.0 to 1 . 3  kg/sec) and 29 000 to 31 350 pounds mass per hour (3.7 to 4.0 kg/sec), 
respectively, yielded average overall heat-transfer coefficients of approximately 2230 to 
3340 Btu per hour per square foot per OF (1. %IO4 to 1. 9x104 W/(m2)(OK)) with the ar i th-  
These coefficients were based on NaK immersion-thermocouple temperature profiles 
(condenser, location A). 
4 
4 2 
with condensing length could be established because of the 
metical mean coefficient at 2680 Btu per hour per square foot per OF (1 .5~10  4 W/(m 2 0  )( K)) 
Comparison w i t h  Single-Tube Data 
A comparison of temperature profiles from a single-tube test of reference 4 and 
f rom a test of this condenser is shown in figure 15. Comparable data from reference 4 
and the SNAP-8 program were chosen. NaK temperature profiles were smooth curves 
drawn through NaK immersion-thermocouple temperatures. Corresponding saturated- 
mercury -vapor temperatures were obtained from the Lockhart-Martinelli correlation 
with a velocity ratio of V /V = 1.0. As shown by figure 15, the bulk of heat transfer 
fo r  both condenser runs occurred from about the 9th to the 24th inch (0.2 to 0 .6  m) of 
length from the inlet. In this region, average overall heat-transfer coefficients of 3100 
and 2880 Btu per  hour per square foot per OF ( 1 . 7 ~ 1 0  to 1.6X10 W/(m2)(oK)) were cal- 
culated for  the SNAP-8 condenser and the reference 4 condenser, respectively. The 
disagreement between these numbers is less than 10 percent. 
For  a number of runs with flow rates not far below the design value, arithmetical 
mean values for  were 20 percent lower for this condenser than for the single-tube 
condenser. The values obtained were 2680 and 3200 Btu per hour per square foot per OF 
(1. 5x10 to 1. 8x10 W/(m ) (  K)) f o r  this condenser and the single tube, respectively. 
In general, it is concluded that the heat-transfer results of this investigation are within 
10 to 20 percent of the single-tube tests presented in references 3 and 4. 
t g  
4 4 
4 4 2 0  
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SUMMARY OF RESULTS 
The results of an  experimental investigation of the steady-state performance of the 
1.  For a constant condenser NaK inlet temperature of 495' F (530' K) and constant 
SNAP-8 condenser are summarized as follows: 
mercury and NaK flow rates of 7440 pounds mass per hour (0.9 kg/sec) and 29 000 pounds 
mass  per  hour (3 .7  kg/sec), respectively, the mercury inlet pressure was insensitive to 
condensing lengths between 20 to 40 inches (0 .5 to 1 . 0  m). 
2. Approximately 75 percent of the pressure-drop data presented varied between 
-1  and + 1  psi (h6.9XlO N/m ) for condensing lengths from 13 to 40 inches ( 0 . 3  to 1 . 0  m).  
Favorable agreement with these resul ts  was obtained with calculations based on the 
Lockhart-Martinelli correlation with a velocity ratio of 1 . 0 .  These calculations gave a 
vapor pressure rise of from 0 . 1  to 0 . 7  psi (0. '7x10 to 4 . 8 ~ 1 0  N/m ) for  approximately 
the same  range of conditions as employed in obtaining the experimental data. 
3 .  At mercury flow rates from 3200 to 10 000 pounds mass  per hour ( 0 . 4  to 1 . 3  kg/ 
sec) and condenser NaK flow ra tes  from 12 750 to 31 350 pounds mass  per hour (1 .6  to 
4 . 0  kg/sec), the average overall heat-transfer coefficients varied from 1980 to 3340 Btu 
per hour per square foot per O F  ( 1 . 1 ~ 1 0  to 1. W104 W/(m2)eK)). It was shown that, 
in general, the heat-transfer resul ts  of this investigation were in reasonable agreement 
with those of previous single-tube tests (ref. 4).  
4. At low mercury and condenser NaK flow rates of 3200 to 5000 pounds mass  per  
hour ( 0 . 4  to 0.6 kg/sec) and 12 750 to 17 500 pounds mass  per hour (1 .6  to 2 . 2  kg/sec), 
respectively, there was close agreement between the condensing length obtained from 
temperature profiles measured 120' apart, circumferentially. At high mercury flow rates 
(7500 to 10 000 lb mass/hr (1 .0  to 1 . 3  kg/sec)) and NaK flow rates (29 000 to 31 350 
lb mass/hr (3. 7 to 4 . 0  kg/sec)), the condensing lengths obtained from the two profiles did 
not agree.  This disagreement indicated that a nonuniform NaK flow distribution existed 
in the condenser tube bundle. 
3 2 
3 3 2 
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A heat-transfer surface area, based on inside diameter of tube, f t  2 2  ; m 
mercury vapor flow area ,  in 2 2  ; m 




2 2  mean tube cross-sectional area for  increment, in. ; m 
specific heat, Btu/(lb mass)  (OF); J/(kg)(OK) 





f friction factor,  dimensionless 
conversion factor,  ft-lb mass/(lb force)(sec 2 ); (m)(kg)/(N)(sec 2 ) 
gC 
latent heat of vaporization, Btu/lb mass;  J/kg 
hfg 
HTA incremental heat-transfer area defined as L:u, ft  2 2  ; m 
L length, in. ;  cm 
Z 
Z 
distance from mercury inlet, in. ; cm 
distance from the mercury inlet to  the first 1-inch (2.54-cm) increment selected 
for  heat-transfer analysis, in. ; m 
condensing length, in. ; m 
effective length for  heat-transfer analysis, (I - 2 
length of liquid mercury leg, in. ; m 
IC 
eff in. ; m 
LIQ 
L 
P pressure ,  psia; N/m 
Re Reynolds number, dimensionless 
T temperature, OF; OK 
2 
U 
UdA local conductance, Btu/(hr)(OF); W/'K 
V velocity, ft/sec; m/sec 
overall  heat-transfer coefficient, Btu/(hr)(ft 2 0  )( F); W/(m 2 0  )( K) 
V specific volume, ft3/lb mass;  m 3 /kg 
W mercury weight, lb force; N 
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W flow rate ,  lb mass/hr;  kg/sec 
X mercury quality, dimensionless 
A finite difference 
P density, lb mass/ft3; kg/m3 
P 
2 dynamic viscosity, lb mass/(ft) (hr); N-sec/m 
Lockhart-Martinelli parameter,  dimensionless 
two-phase flow modulus g 
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mercury vapor at interface 
saturated mercury vapor 
any section along the condenser tube 
section 1 inch downstream from section i 
immersion thermocouple temperature profile 
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distance from the mercury inlet to first 1-inch (2.54-cm) increment selected 
for heat-transfer analysis 
condensing length 
mercury condenser inlet 
mercury condenser outlet 
momentum 
eutectic mixture of sodium-potassium 
NaK side of the condenser 
NaK condenser inlet 
NaK condenser outlet 
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DERIVATION OF OVERALL HEAT-TRANSFER COEFFICIENT 
AND P RESS U RE-D ROP EQUATIONS 
Average overall heat-transfer coefficient v is calculated on the condenser inlet. 
(1) Mercury saturation temperature was obtained from its corresponding calculated 
The following assumptions were made in evaluation of E: 
pressure.  The two-phase friction contribution to pressure change was obtained from the 
Lockhart-Martinelli correlation. The momentum contribution to pressure  change was 
predicted for a liquid-to-vapor velocity ratio of 1.0. 
convective heat transfer plus conduction across  the tube wall at a given c ross  section. 
tion A) at a given cross  section was assumed to be the bulk temperature of the NaK. 
assumed to be negligible because of insulation of the outer surface. 
radial convective heat transfer.  The enthalpy content of the superheat was less than 
3 percent of the latent heat of vaporization for  all conditions investigated. 
tube results in 
(2) The mechanism for  energy exchange between mercury vapor and NaK was radial 
(3) The temperature of NaK measured by immersion thermocouples (condenser loca- 
(4) Losses due to radiative heat transfer from the condenser to the surroundings were 
(5) The superheated vapor present at the condenser inlet had a negligible effect on 
A heat balance at any longitudinal position 2 in the vapor section of the condenser 
- 
UnDd.? (kg - TNaK) = -w NaK, C PNaK dTNaK 
Flow in the mercury direction was taken as positive (see fig. 16). 
right side of the equation yields 
Rearrangement of equation (Bl) and the addition and subtraction of dT from the 
g 
UTD d.? = -W 
Integrating both sides of equation (B2) gives the following expression for  overall unit 
conductance. 
y g  
(cU7rD d.? = -w NaK,c - C P N ~ K  rc -d(Tg - TNaf + f c  dl ) d j  (B3) 
(T - TNaK 5 'Tg - TNaK 1 1 
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Equation (B3) is evaluated at the following boundary conditions: 
T g 1  (I ) =  Tg,sat and TNaK (z 1) = TNCO 
T 1 = Tg, int and TNaK(Z c) = TNaK, int g c  
Evaluating equation (B3) at the specified boundary conditions 
dZ (B4) 1 
Total heat-transfer area for  the tapered tubes, f rom the inlet of the first l-inch 
(2.5-cm) increment selected to the outlet of the last element coincident with condensing 
length Z c, may be expressed as 
The average overall heat-transfer coefficient is then expressed as  the following general 
equation 
- 
U =  
The local mercury saturation temperature was obtained from its corresponding local 
static pressure.  These static pressures  were obtained by calculating the static -pressure 
change for two-phase flow inside a tube. The calculational procedure was developed in 
reference 4.  Neglecting the liquid droplet drag forces, the static-pressure change inside 
a tube is equal to the sum of the two-phase friction drop and pressure change due to 
momentum recovery. 
19 
The Lockhart-Martinelli correlation (ref. 8) expressed two-phase frictional pressure 
gradient as a funcion of the parameter d and the frictional pressure gradient of the 
vapor. This pressure gradient is calculated on the basis of only vapor flow in the tube; 
therefore, 
g 
~ P T P F =  +2 (““g) - 
dL dL 
o r ,  for a 1-inch (2.5-cm) increment, 
APTpF = di [2) AL 
The parameter @ is a function of the parameter x for the Lockhart-Martinelli 
g 
correlation. The value of x depends on ficticious Reynolds numbers for the liquid and 
vapor phases, calculated on the basis that each component flowed alone inside the tube. 
Reynolds numbers less than 2000 were assumed to be viscous and those above 2000 were 
assumed to be in the turbulent regime. When calculated liquid and vapor Reynolds num- 
be r s  were both greater than 2000, a turbulent-liquid - turbulent-vapor flow condition was 
assumed and x was evaluated as follows: 
0.1 
X 
When a n  indicated viscous-liquid - turbulent-vapor flow condition existed (i. e. , 
Rel < 2000, Re > 2000) x was determined from the following equation: 
g 
0 .5  0 .5  0.5 v, *.,=(E) (<) (;) (5)O*5(Re9 
Mercury vapor quality xi at 1-inch (2.5-cm) increments along the condensing length 
(from inlet to interface) was attained f rom a heat-balance ratio. The effects of saturated 
mercury vapor were accounted fo r ,  and quality at the vapor-liquid interface was assumed 
to be zero. This heat balance ratio is expressed as 
20 
Cancellation of similar te rms  plus the addition and subtraction of TNCO to the denominator 
of the right hand side of equation (B12) yields the following results: 
The mercury condenser inlet quality xin was calculated from the following heat balance 
between mercury and NaK 
+ I! (T in - Tg, sat) + xinhfg p7 g,sat  
Neglecting the effects of superheated vapor and solving the above equation (B14) for 
mercury condenser inlet quality results in  
The vapor phase Reynolds numbers were always greater  than 2000, and the frictional 
pressure gradient for  this phase was evaluated by using the standard Fanning equation 
The friction factor  f of the Blasius form for turbulent flow in a smooth tube was assumed 
from reference 12 
0.046 f = -  
21 




V g, i fiixi) 
Ag, i = V 
1 . 0 +  A - 
Figure 17 illustrates the pressure change due to momentum consideration for  a small  
incremental a rea .  The result  of inlet and outlet conditions yields 
J 
where 
- At = At, i + At, i+l 
2.0 
The term V' represents the velocity of the vapor condensed within the increment jus t  
g 
before condensation takes place, and Vi represents the velocity of the liquid droplets 
entrained into the vapor s t ream at the instant before the droplet is detached from the 
inner-tube wall. If V' = V' = 0, then equation (B21) may be rewritten as 
g z  
032 2 ) 
The vapor velocity V 
tion (B22). The liquid velocity was obtained by assuming a liquid-to-vapor velocity 
ratio equal to 1.0. 
and the liquid velocity VI were needed to evaluate equa- 
g 
Because steady flow existed throughout the incremental section, (fig. 17), 
22 
the total flow rate  remained constant and any decrease in the vapor flow rate was  offset 
by a corresponding increase in the liquid flow rate; therefore, 
For a liquid-to-vapor velocity ratio of 1.0,  it may be stated that 
g 
VI = v 
and 
dVl = dVg (B2 5) 
Substitution of equations (B23) to (B25) into equation (B22) yields the pressure change due 
to momentum considerations which is mathematically expressed as 
+ (wl + dwI) dVg 1 APMOM = - gcxt 
Mercury vapor flow rate, at any increment along the condensing length can be ex- 
pressed as a function of the total mercury flow rate and incremental quality as follows: 
(B2 7) w -  g, i - W~~ xi 
Liquid-mercury flow rate,  at any increment 1 of the condensing length 2 c, may be 
The differentials dw and dV could be evaluated as finite differences from 
determined f rom equation (B19). 
g g 
and 
AV g = WTMvg 6- - L) = kg, i+l - 'g,i 
g , i + l  *g,i 
Substituting equations (B23). (B19), and (B29) into equation (B26) yields 
APMOM = (Vg, i+l - Vg, i) for - = 1.0  
%At vg. 
The pressure change over a 1-inch (2.5-cm) increment using the Lockhart- 
Martinelli correlation and an  assumed velocity ratio of 1.0 is 
24 
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32 
1 32 in. (0.08 cm) 
Section A-A 
Figure 5. - Condenser assembly cutaway showing immersion thermocouple locations. 
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Figure 8. - Mercury condenser inlet static 
pressure as function of condenser NaK inlet 
temperature. Flow rate on NaK side of con- 
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Figure 9. -Mercury  condenser inlet static pressure as 
function of condensing length. Total mercury flow 
rate, 7440 pounds mass per hour (0.94 kglsec); NaK 
condenser in let  temperature, 495" F (530" K). 
0 Obtained using NaK 
immersion tempera- 
tu re  profile (side A).  
--- Estimated trend from (ref. 
\ 
\ 
]'..$)&d r\ q) 
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Total mercury Flow rate on NaK Mercury condenser in let  NaK condenser in let  Mercury 
flow rate, side of condenser, static pressure, temperature, quality, 
'TM, 'NaK, c PMCP TNCI~ X 
(N/m2) OF ( O K )  
D 4070 (0.51) 17 300 (218) 15.8 (10.9xIfl) 543 (556) 0.96 to 1.00 
V 4930 (.62) 13000 (1.64) 11.2 (7.7~104) 423 (490) .92to .98 
0 6350 (. 80) 28 900 (3.64) 5.5 to 19.0 (3.8 to 13. lX104) 584 to 704 (580 to 646) .98 
A 7340 (. 92) 29 000 (3.66) 5.5 to 19.5 (3.8 to 13 .4~10~)  400 to 544 (477 to 557) .97 
0 7440 (.94) 29 000 (3.66) 11.9 (8.2~104) 494 (5291 .98 
Condensing length. IC, in. - 
. 4  .6  . 8  1.0 
Condensing length, Zc. m 
Figure 10. -Experimental mercury vapor static pressure difference as function of condensing length, 
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Lockhart-Martinell i correlation wi th velocity ratio, y/V of 1.0 9 
w 
a- c 
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.- (a) Total mercury flow rate, 4930 pounds mass per hour  (0.62 kglsec); flow rate on NaK side of 
0; a condenser, 13 000 pounds mass per hour  (1.64 kglsec); mercury condenser inlet static pres- 
'- sure, 11.2 psi (7.7~104 Nlrn2); NaK condenser inlet temperature, 423" F (490" K); mercury 
c .- 
m 
0 -7S-O O 0 
I O- , 
. .  
H 2 quality, 0.92 to 0.98. 
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520 - NaK flow direction 
,I 
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Distance from mercury inlet, 1, in. 
I 
0 .1 . 2  .3  . 4  . 5  . 6  . 7  . 8  
Distance from mercury inlet, 1, m 
Figure 13. - Temperature profiles from NaK shell thermocouples, NaK immersion thermocouples, 
and calculated mercury vapor static pressure at h igh  NaK flow rates. Mercury flow rate, 8920 
pounds mass per hour  (1.12 kglsec); NaK flow rate, 30 500 pounds mass per hour  (3.85 kglsecl. 
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Total mercury flow rate, Flow rate on NaK side of 
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